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opticalCON LC Transceiver Adapter| 

SFP LC tranceiverLC
Transceiver

Adapter

The SFP LC transceiver can be 

removed together with adapter and 

opticalCON chassis connector (e.g. 

repair) when the SFP cage locking 

device is disabled.

SFP cage preparation:

Disable SFP cage

locking device

T … Mounting direction:

connect “T”- side with transceiver

opticalCON chassis

Transceiver

X

r

Length from LC-latch
shoulder to rear of

transceive

Assembly:
Chassis connector > colored gasket > flat 
gasket > panel
Please note:
Use of flat gasket depends on length X from 
LC-latch shoulder to rear of transceiver (see 
table below). Always use colored gasket.
Fastening torque for mounting screws: 0.3 Nm

X = 50.3 mm - 51.2 mm

X = 51.3 mm - 52.2 mm

X = 52.3 mm - 53.2 mm

X = 53.3 mm - 54.2 mm

without flat gasket

with flat gasket 1 mm

with flat gasket 2 mm

with flat gasket 1 + 2 mm

Find detailed info on the customer drawing @
www.neutrik.com
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